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CATEGORY:  Ceiling Suspension Systems/Panels 
 
 
LISTEE:   United Lighting and Ceiling, 513 Independent Rd., Oakland CA 94621 
   Contact: *David Baker  (510) 569-6700 
 
 
DESIGN:  Models CYLINDRICELL ACRYLIC (No. 5000-AC), LIGHT-LOK ACRYLIC (No. 5005-AC), AERITEX, 

ACRI-SKYLENS, CLEAR PRISMA-LOK ACRYLIC (No, 5006-AC), and CUBE-CELL ACRYLIC (No. 
6000-AC).  Injection molded grills, lenses and sheets.  Acrylic plastic consisting of injection 
molded sheets, frills and lenses made from 100% plexiglas molding powder.  Refer to listee's 
data sheet for detailed product description and operational considerations. 

 
 
RATING: Flame Spread............................................................................ 70 
 Smoke Developed (ASTM-D2843) Less Than ............................. 75 
 Ignition temperature (self).................................................... 869oF 
 Distortion temperature @ 66 psi .......................................... 177oF 
 Retention (175oF-15 min).........................................................Yes 
 Drop out (200oF below ignition) ................................................Yes 
 
 
INSTALLATION: In accordance with listee's printed installation instructions, applicable codes and ordinances 

and in a manner acceptable to the authority having jurisdiction. 
 
 
MARKING:  Listee's name, product and statement "Made from 100% Rohm and Haas VM Molding 

Powders" on carton. 
 
 
APPROVAL:  Listed as a translucent ceiling panel having a Class II flame spread rating. 
 
 
 
 
 
 

*Rev. 05-15-2002 
 
 

 
 
This listing is based upon technical data submitted by the applicant.  CSFM Fire Engineering staff has reviewed the test 
results and/or other data but does not make an independent verification of any claims. This listing is not an endorsement or 
recommendation of the item listed. This listing should not be used to verify correct operational requirements or installation 
criteria.  Refer to listee’s data sheet, installation instructions and/or other suitable information sources.  
 

Date Issued:   MAY 15, 2002    Listing Expires June 30, 2003  
   

Authorized By: DIANE K. AREND, Senior Deputy 
Program Manager 


